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1. THE FOLLOVIMG JUSTIFICATION FOR PURCIASE OF A MOTOR~GEERATOR
SET IS FORWARDED FOR APPROVAL TO PROCURE LOCALLY.
" A. THE 3EST f;AI:rrAI:maLE STAJLE POWER INTO THE TEST 2UILDING
AT PRESEST VARIES DY PLUS OR MINUS 2 VOLTS. FREQUENTLY DURIMG
GE:ERATOR CHAVGES OR TRANSIENT LOADS THIS FLUCTUATION VILL VARY 3Y AS
HUCH AS BINUS 10 TO 12 VOLTS. THESE FIGURES ARE SUISTANTIATED DY A
(- CONTINUOUS MONITOR CHART RECORDING OF I'PUT POVER TO TIE TEST 3LDG.

'UN?ORTUNATELY THROUGH PAST EXPERIENCE OM THE TEST SITE CO:MERICAL
POVER POSSESSES A STAXILITY MO DETTER THAM THE FIGURES QUOTED ADOVE,
NECCESSITATIﬁG‘THE USE OF FMOTOR GEMERATORS AYYPLACE 01 THE TEST SITE
'WERE STADLE POWER IS REQUIRED. _

| 3e CALIﬁRATIOﬂ AND REPODUCAZILITY OF TEST DATA IS UNFORTUN-
ATELY SENSITIVE TO LINE POVER FLUCTUATIONS. TO ISOLATE AMD REGYULATE
EACH IMDIVIDUAL PORTIOM OF THE SYSTEM WHICH IS LINE VOLTAGE SENSITIVE
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THE STARILIZATION OF INPUT POVER TO THE TOTAL_TEST SYSTEM. THE uUMIT
SPECIFIED WILL ACCOMPLISH THIS ENDe THE S$PECIFIED POWER HANDLING
CAPABILITIES HAVE BEEN RATED TO ENCOMPASS PROJECTED ADDITIONAL TEST
USAGE.
Co MALFUNCTIONS AND SYSTEM DRIFT DUE TO INPUT POUER FLUC~
DUATIONS FAR OFFSET THE COST OF PURCHASE AHD INSTALLATION OF
THE MOTOR GENERATOR SET. HENCE TO INCREASE THE RELIABILITY OF
RESULTS AND MININMIZE DOWN TIME OF SYSTENS TEST, THE STABILIZATION
~ OF INPUT POWER IS MANDATORY.

2« COST OF SET IS APPROXIMATELY $3,800.00 AND WiLL RE PROCURED

3Y EGG. '
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